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SKYLIGHT CURB MOUNT PENETRATION

ROOF PENETRATION DETAIL FOR MECHANICALLY FASTENED SYSTEMS
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Note 1: Deck membrane shall be fastened around perimeter of roof penetration as per

respective zone the skylight is located within (field, perimeter, corner).

Note 2: All field welds shall be a minimum of 1-1/2 inches wide.

Note 3: Refer to specifications for vapor barrier, insulation and cover board requirements.

DETAIL

Deck

8 inches,

min.

1-inch #10 wood screw (by others)

fastened through predrilled holes

in skylight frame

Duro-Last custom-fabricated

Curb Flashing

Approved Duro-Last

plates/fasteners (Note 1)

Approved cover board (Note 3)

Approved insulation (Note 3)

Approved vapor barrier (Note 3)

Field weld

(Note 2)

Approved Duro-Last

®

 sealant

1 1/4-inch roofing nails

spaced 6 inches on center

Skylight dome

5/8-inch

gap

Skylight frame

Nailer as needed

(fasten per building code)


